MOJAVE DESERT AIR QUALITY MANAGEMENT DISTRICT
14306 Park Avenue Victorville, CA 92392-2310
760.245.1661 -- 800.635.4617 -- FAX 760.245.2022

AUTHORITY TO CONSTRUCT 009661

If construction is not completed by the expiration date of this permit, it may be renewed for one additional year upon payment of
applicable fees. Any additional extension will require the written approval of the Air Pollution Control Officer. This Authority to
Construct may serve as a temporary Permit to Operate provided the APCO is given prior notice of intent to operate and the Permit
to Operate is not specifically denied.

EXPIRES LAST DAY OF: SEPTEMBER 2026

OWNER OF OPERATOR ( Co. #1531) EQUIPMENT LOCATION ( Fac. #2600)
Mars Petcare US Inc. Mars Petcare

2013 Ovation Parkway 13243 Nutro Way

Franklin, TN 37067 Victorville, CA 92392

Description:

ODOR CONTROL SYSTEM, COATING ROOM VENT consisting of: one Calgon Corporation HIGH FLOW VENTSORB (Model #R0-10)
canister with 12,500 pounds of activated carbon, serving the volume exhaust of the Coating Room through a 36" duct, equipped with a
50 HP forced draft fan generating 10,000 cfm. Device is not equipped with an integral manometer. Equipment Elevation is 100 feet;
Note: plant floor level = 100'

CONDITIONS:

1. This equipment shall be installed, operated and maintained in strict accord with those recommendations of the manufacturer/supplier
and/or sound engineering principles which produce the minimum emissions of contaminants. Unless otherwise noted, this equipment
shall also be operated in accordance with all data and specifications submitted with the application for this permit.

[District Rule 204]

2. The coating room volume shall be actively vented solely through this equipment.
[District Rules 204 & 1303]

3. The owner/operator (o/0) shall install a Carbon Saturation Indicator of OC Systems for odors on the outlet duct of the Carbon Filter
Duct. The indicator will change color from purple to brown gradually, as the carbon becomes spent. The color of the Carbon Saturation

Location/UTM(Km):

Fee Schedule: 7 (h) Rating: 1 device SIC: 2047 SCC: 30200804 474E/3817N

This permit does not authorize the emission of air contaminants in excess of those allowed by law, including Division 26 of the
Health and Safety Code of the State of California and the Rules and Regulations of the District. This permit cannot be
construed as permission to violate existing laws, ordinances, statutes or regulations of this or other governmental agencies.
This permit must be renewed by the expiration date above. If billing for renewal fee required by Rule 301(c) is not received by
expiration date above, please contact the District.

Mars Petcare US Inc.
Attention: Gregg Elmore s: COPY
Brad Poiriez

ViCtOfVi”e, CA 92392 Executive Director



Indicator should be monitored and recorded on a weekly basis. This equipment shall not discharge an air stream with detectable odor,
verified by weekly odor observations after the VENTSORB RO0-10 unit. If the color indicator is approaching brown and/or odor is
detected, the owner/operator must change out the carbon as soon as possible, but no later than 30 days from detection of odor or when
the brown color is indicated.

[District Rules 204 & 1303]

4. The owner/operator (o/0) shall maintain a log for this equipment which, at a minimum, contains the information specified below. This
log shall be maintained current and on-site for a minimum of two (2) years and shall be provided to District personnel on request:

a. Weekly outlet or final sampling port odor observation date and result;

b. Weekly monitoring and recording of the carbon saturation indicator color as indicted in condition #3;

c. Date of VENTSORB R0-10 canister recharge or change-out; and,

d. Date and summary of any corrective maintenance.

[District Rules 204 & 1303]

5. The original equipment (HIGH FLOW VENTSORB 3000 canisters) shall be installed and controlling the active coating room discharge
no later than September 30, 2006. New equipment (HIGH FLOW VENTSORB Model #R0-10) shall be installed no later than September
30, 2027. The facility may use a rental unit during equipment replacement, provided the coating room is continuously vented through
odor-control equipment and no odor is detected.

[District Rules 204 & 1303]

6. A facility wide Comprehensive Emission Inventory (CEI) for all emitted criteria and toxic air pollutants must be submitted to the District,
in a format approved by the District, upon District request.
[District Rule 107(b); H&S Code 39607 & 44341-44342; 17 CCR 93400 et seq.; and 40 CFR 51, Subpart A]



